Switchgear Schedule

Sheet No. Switchgear No. Enclosure Type Voltage Class Manufacturer Model No. Ampacity Short Circuit BIL Fuse Size Furnished
PCP-1 G/S X-075 Stainless Steel 15kV G&W RPFI42-376-12-9F 630 12.5kA 110 Contractor
G/S X-079 EXISTING - TO BE REUSED
G/S MET EXISTING - TO BE REUSED
G/SWI13 EXISTING - TO BE REMOVED
PCP-3 G/S X-065 Stainless Steel 15kV G&W RPFI42-376-12-9F 630 12.5kA 110 Contractor
G/SWI 14 EXISTING - TO BE REUSED
G/SWI 15 EXISTING - TO BE REUSED
PCP-4 G/S W-040 Stainless Steel 15kV G&W RPFI42-376-12-9F 630 12.5kA 110 Contractor
PCP-5 G/S W-055 Stainless Steel 15kV G&W RPFI42-376-12-9F 630 12.5kA 110 Contractor
G/S WI 16 TO BE REMOVED
G/SWI 16 Stainless Steel 15 Kv G&W SPRAM44-376-40PI REUSE FROM G/S WI 13 REMOVAL Government
PCP-5 G/S WI 16A Stainless Steel 15kV G&W RPFI42-376-12-9F 630 12.5kA 110 Contractor
PCP-5 G/S WI 16B Stainless Steel 15kVv G&W RPFI42-376-12-9F 630 12.5kA 110 Contractor
S/SWI17 TO BE REMOVED
PCP-8 G/SWI 17 Stainless Steel 15kVv G&W RPFI42-376-12-9F 630 12.5kA 110 Contractor
S/S WI18 TO BE REMOVED
PCP-8 G/S WI 18 Stainless Steel 15 Kv G&W SPRAMA44-376-40PI 630 12.5kA 110 Government
G/SWI 19 EXISTING - TO BE REUSED
S/S WI 20 TO BE REMOVED
PCP-11 G/S WI20 Stainless Steel 15 Kv G&W | RPFI142-376-12-9F | 630 12.5kA 110 | Contractor
S/SWI 21 TO BE REMOVED
PCP-13 G/S WI21 Stainless Steel 15 Kv G&W | RPFI142-376-12-9F | 630 12.5kA 110 | Contractor
S/S WI 22 TO BE REMOVED
PCP-15 G/SWI 22 Stainless Steel 15 Kv G&W SPRAM44-376-40PI 630 12.5kA 110 Government
PCP-17 G/S V-067 Stainless Steel 15 Kv G&W SPRAM44-376-40P| 630 12.5kA 110 Government
Transformer Schedule
Alternate
Sheet No. Transformer No. Enclosure Type High Side Voltage | Low Side Voltage Manufacturer Type Size BIL Manufacturer Furnished
PCP-3 TR W-010 Stainless Steel 12.47/7.2Y kv 480/277A Cooper 3 PHASE 112.5 kVA 95 ABB, ERMCO Contractor
PCP-4 TR W-040 Stainless Steel 12.47/7.2Y kV 480/277A Cooper 3 PHASE 112.5 kVA 95 ABB, ERMCO Contractor
PCP-4 TR W-50 Stainless Steel 12.47/7.5Y kB 480/277 Cooper 3 PHASE 112.5 kVA 95 ABB, ERMCO Contractor




Junction Cabinet Schedule

No. of Lightning No. of Deadend
Sheet No. Junction No. Enclosure Type Voltage Class Manufacturer Model No. Ampacity No. Of Positions | Arresters (8.4 MCOV) Plugs Furnished
PCP-1 NE-J1; NW-J1 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WAY 3 Contractor
PCP-1 NE-J2; NW-J2 Stainless Steel 15kV Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-1 NE-J3; NW-J3 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-2 NE-J4; NW-J4 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-2 NE-J5; NW-J5 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-2 NE-J6; NW-J6 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-2 NE-J7; NW-J7 Stainless Steel 15kVv Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-3 NE-J8; NW-J8 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-3 NE-J9; NW-J9 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-3 J-065 Stainless Steel 15kV Maysteel C378-22TH 200 4-WAY 3 3 Contractor
PCP-4 NE-J10; NW-J10 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-4 NE-J11; NW-J11 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-4 NE-J12; NW-12 Stainless Steel 15kV Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-5 NE-J13; NW-J13 Stainless Steel 15kV Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-5 NE-J14; NW-J14 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 Contractor
PCP-6 NE-J15; NW-J15 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 3 Contractor
PCP-6 NE-J16; NW-J16 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WAY 3 3 Contractor
PCP-7 NE-J17; NW-J17 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 3 Contractor
PCP-7 NE-J18; NW-J18 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 3 Contractor
PCP-8 NE-J19; NW-J19 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 3 Contractor
PCP-8 NE-J20; NW-J20 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 3 Contractor
PCP-8 NE-J21; NW-J21 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 Contractor
PCP-8 J-18 Stainless Steel 15KV Maysteel C378-22TH 200 4-WAY 3 3 Contractor
PCP-9 NE-J22; NW-J22 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WAY 3 3 Contractor
PCP-9 NE-J23; NW-J23 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 Contractor
PCP-10 NE-J24; NW-J24 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WAY 3 3 Contractor
PCP-10 NE-J25; NW-J25 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WWAY 3 3 Contractor
PCP-10 NE-J26; NW-J26 Stainless Steel 15kV Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-11 NE-J27; NW-J27 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WAY 3 Contractor
PCP-11 NE-J28; NW-J28 Stainless Steel 15kV Maysteel C378-22TH 600 4-\WAY 3 3 Contractor
PCP-12 NE-J29; NW-J29 Stainless Steel 15kV Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-13 NE-J30; NW-J30 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-13 NE-J31; NW-J31 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-13 NE-J32; NW-J32 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-14 NE-J33; NW-J33 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-14 NE-J34; NW-J34 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-15 NE-J35; NW-J35 Stainless Steel 15kVv Maysteel C378-22TH 600 4-WAY 3 Contractor
PCP-15 NE-J36; NW-J36 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-15 NE-J37; NW-J37 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-15 J-22 Stainless Steel 15kV Maysteel C378-22TH 200 4-WAY 3 3 Contractor
PCP-16 NE-J38; NW-J38 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-16 NE-J39; NW-J39 Stainless Steel 15kV Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-17 NE-J40; NW-J40 Stainless Steel 15kv Maysteel C378-22TH 600 4-WAY 3 3 Contractor
PCP-17 NE-J41; NW-J41 Stainless Steel 15kV Maysteel C378-22TH 600 4-WAY 3 3 Contractor




